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DEMOLITION INTERSTITIAL PLAN - MECHANICAL

SCALE: 1/4" = 1'-0"
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FLOOR PLAN - MECHANICAL

SCALE: 1/4" = 1'-0"
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INTERSTITIAL PLAN - MECHANICAL

SCALE: 1/4" = 1'-0"
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TELECOM/NURSE CALL PLAN

SCALE: 1/4" = 1'-0"
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1" CONDUIT
NOTE: ENLARGE KNOCKOUT IN BOX TO MAINTAIN 1" PATH
THROUGH CONNECTOR

4x4x2-3/4" BOX

4x4 MUDRING (SINGLE GANG REDUCER)

OUTLET NUMBER LABEL

(4) CATEGORY 6 OUTLETS

FACE PLATE

X/Y
X INDICATES QUANTITY OF VOICE CABLES.
Y INDICATES QUANTITY OF DATA CABLES.

1" CONDUIT
NOTE: ENLARGE KNOCKOUT IN BOX TO MAINTAIN 1" PATH
THROUGH CONNECTOR

4x4x2-3/4" BOX

4x4 MUDRING (SINGLE GANG REDUCER)

OUTLET NUMBER LABEL

FEMALE SPLICE

FACE PLATE

(1) RG-59 COAXIAL CABLE TO
NEAREST AMPLIFIER.
MOUNT 80" UNLESS OTHERWISE
NOTED ON ARCHITECTURAL
ELEVATIONS.

2

TYPICAL VOICE/DATA OUTLETS

NTS
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CAMERA CEILING MOUNT DETAIL

NTS

2

TYPICAL CATV OUTLET

NTS
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